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Green Woodlands

MEETING NOTES – Meeting  #45
Dates: 




August 13,  2007
Present:


Green Woodlands:


Bob Green

Carpentry:



Jamie McClelland


AHT:



Ben Linehan

Jordan Institute (LEED):

Paul Leveille, Seth Spain

Paradigm:



Ed Levin


Stair builder:


Sanford Tyler

Banwell Architects (BA):

Stu White

cc:  Bob Green; Sandy by post; Mike Green; Quentin Mack; Arianne Fostek; Paul Leveille; James Petersen (PEI), Andy Arsenault (PEI), Bob Kischko (Stantec), Michael Bruss (BCI),  Levin (Paradigm),v Ed Jodice (AHT), Brian Weeks (Elec), Henri Fennell (Foam-Tech),  Jim Stockman (J&M Lighting); Patrick Miller (Jordan Institute); Jeremiah (BA)

	Action
	Mtg/itm
	Item

	GWL
	17.10
	HV Registers:  See previous notes

	
	
	

	GWL
	19.2
	Towel Radiators in bathrooms:  See previous notes 

	
	
	

	GWL
	33.8
	Waste Management Review:  
8-13-07 update:  Bob has BCI records; other site materials either being salvaged for reuse or stored for recycling; GWL tracking.

	
	
	

	BCI
	41.1
	Site:  BCI will furnish site as-builts (Chris Leister)

	
	
	

	
	43.1
	Review areas of air leakage between cellar and house with Jamie as identified in Energy Star report:

	GWL / Jamie
	
	· At masonry:  Strategies include sealing the gap at the north end of mass (wing wall), floor to ceiling  8-13-07 update:  Both sides of CMU gap need attention; at cellar, fire-caulk joint between underside of slab and CMU; gypcrete at first floor tight to slab; parge basement CMU.  At Mechanical Room Flue Shaft (4.3 in Report): needs further study.

	GWL / Jamie
	
	· At electrical conduit:  seal wire and ends of conduit with “Mortite”; this better than foam because it is removable to facilitate any future changes

	ALL
	
	8-13-07 update:  since last meeting it was noted that the f.p. opening was not sealed, leaving the house open to outside combustion air duct.  This is a major source of leakage to the outside.  

	
	
	

	
	
	New Business

	
	45.1
	LEED review:  Paul and Seth review check list item-by-item; following were or are being confirmed or corrected:

	AHT
	
	· Gray water waste line will be changed from ABS to copper, reclamation coil will be installed; Ben new about, was installed in his absence.

	JTI
	
	· BG asks for thoughts on recycling of fiberglass-based drywall; probably not to be ground up and put in soil (glass not good for animal diet); JTI to research.

	
	
	· Merv 13 filters?  Yes

	BA
	
	· IEQ 8: walk-off treatment:  Extend 2 entry grates to 4’, BA to revise detail 

	
	
	· 1 week flush?  Yes

	
	
	· Rainwater collection?  No.

	JTI
	
	· Viessman has outdoor temp reset; to be researched to see if satisfies requirement under EA6 Space Heating & Cooling; also ENERGY STAR LABELED programmable t-stats required and will be provided

	JTI
	
	· Home Size (MR 1):  how is sf determined, net or gross?  JTI to research AINSI standard referenced by LEED

	
	
	

	ALL
	45.2
	LEED ranking:  Using updated LEED for Homes version, GWL has a potential 100 points, 97 needed for platinum. Great effort so far, not in the bank yet, maintain vigilance!  

	
	
	

	
	45.3
	Next Meeting:  TBD


SW
